
Well ID Date Time Temp (C) Specific Conductivity  Specific Conductivity Units Diss O2 DO Units pH ORP (mv) Flow Rate (ml/min) Comments
HW19 1/23/2012 15:37 9.13 0.291 (mS/cmC) 14.6 % 6.79 123.3 900
HW04 1/24/2012 13:15 10.07 0.288 (mS/cm) 0.5 % 7.24 22.3 550
HW08a 1/25/2012 10:45 8.66 0.106 (mS/cm) 16.1 % 6.39 92.8 1000
HW02 1/25/2012 10:53 10.53 0.26 (mS/cm) 0.4 % 7.86 141.2 1200
HW01 1/25/2012 15:29 8.83 0.141 (mS/cm) 4.4 % 9.27 9.4 560 No flow rate given. Used one from above.
HW05 1/26/2012 10:22 9.67 0.262 (mS/cmC) 6.7 % 7.77 119.7 710
HW12 1/26/2012 11:30 9.93 0.241 (mS/cm) 0.3 % 7.86 ‐172.1 1000
HW06 1/26/2012 14:41 9.7 0.349 (mS/cm) 0.3 % 9.32 ‐81.6 640
HW14 1/26/2012 15:29 9.91 0.239 (mS/cm) 3.3 % 6.49 72.3 1000
HW17 1/27/2012 10:53 11.39 0.261 (mS/cm) 0.3 % 7.79 64.1 620 No flow rate given. Used one from above. Flow rate decrease due to break in water pressure. Francisco gives go ahead
HW24 1/27/2012 10:15 8.72 0.367 (mS/cm) 0.5 % 9.57 ‐222.6 650
HW13 1/30/2012 10:36 6.66 0.268 (mS/cm) 1.3 % 7.67 ‐55.7 460
HW18 1/30/2012 10:08 9.69 0.242 (mS/cm) 1.5 % 8.14 32.8 1100
HW25 1/30/2012 14:25 9.85 0.246 (mS/cm) 1 % 8.07 ‐77 530
HW20 1/30/2012 14:47 10.12 0.198 (mS/cm) 23.1 % 7.38 103.4 1000
HW26 1/31/2012 9:25 9.92 0.324 (mS/cm) 0.3 % 8.13 ‐96 520
HW35 1/31/2012 9:50 9.35 0.267 (mS/cm) 86.3 % 6.25 150.7 1100
HW52 1/31/2012 16:03 10.09 0.22 (mS/cm) 11 % 7.36 477.7 220 Pump came on and water surged. Chlorination system associated with well system.
HW29 1/31/2012 15:25 8.16 1.127 (mS/cm) 0.3 % 9.18 ‐234.4 1100 Effervescence observed.
HW32 2/1/2012 9:15 9.22 0.255 (mS/cm) 0.5 % 7.83 ‐136.9 800
HW33 2/1/2012 9:45 9.65 0.289 (mS/cm) 78.1 % 6.91 140.2 1000
HW34 2/1/2012 14:28 10.13 0.367 (mS/cm) 0.1 % 8.02 173.2 2222.22 Per EPA Direction we stopped water quality readings.
HW42 2/2/2012 9:17 8.32 0.123 (mS/cm) 75.3 % 6.33 107 490 Water is clear, no odor. No bubbles.
HW46 2/2/2012 9:58 10.37 0.262 (mS/cm) 89.4 % 6.14 149.6 900 EPA Kelly Chase had requested 2 more readings. DO fluctuating w/ change in flow rate.
HW40 2/2/2012 14:11 10.01 0.354 (mS/cm) 23.7 % 6.95 130.3 470
HW41 2/2/2012 14:27 9.39 0.36 (mS/cm) 0.7 % 7.49 11.3 1200
HW39 2/3/2012 9:38 7.39 0.514 (mS/cm) 0.2 % 8.17 ‐132.9 670 Temp might be impacted by potential backflow from tank inside shed. Per discussion with EPA and possible explanation for temp by S(J?)LR, stopped readings
HW28 2/3/2012 10:10 9.92 0.115 (mS/cm) 65.6 % 6.01 169.9 1000
HW09 2/3/2012 14:00 9.32 0.198 (mS/cm) 42.4 % 6.25 97 420
HW45 2/6/2012 9:27 8.98 0.241 (mS/cm) 4.3 % 7.77 89.5 600
HW43 2/6/2012 10:01 7.06 0.27 (mS/cm) 2.4 % 7.57 89.8 700
HW30 2/6/2012 14:00 10.25 0.275 (mS/cm) 6.5 % 7.65 84 600
HW31 2/6/2012 14:59 7.07 0.352 (mS/cm) 0.2 % 7.84 ‐153.7 900
HW15 2/7/2012 9:31 10.21 0.267 (mS/cm) 0.2 % 8.07 ‐165.2 2000 According to SL_ (?) well has fast rate. Purge stopped due to demand. 913 purge started. 914‐916 flow stopped.
HW51 2/7/2012 12:43 9.61 0.204 (mS/cm) 0.9 % 6.99 87.6 850
HW38 2/8/2012 9:09 10.17 0.133 (mS/cm) 63.8 % 6.73 104.7 500
HW47 2/8/2012 10:11 9.76 0.367 (mS/cm) 0.4 % 7.07 ‐123.5 900
HW23 2/8/2012 14:28 9.85 0.187 (mS/cm) 11.2 % 7.34 35.8 770
HW48 2/8/2012 14:34 8.92 0.208 (mS/cm) 43.9 % 7.13 111.9 1000
HW22 2/9/2012 9:20 6.06 0.239 (mS/cm) 1.2 % 7.01 ‐21.4 400
HW21 2/9/2012 9:15 10.66 0.154 (mS/cm) 50.8 % 6.53 126.4 900
HW49 2/9/2012 12:54 10.12 0.283 (mS/cm) 27.7 % 7.25 104.5 1100
HW44 2/9/2012 13:57 9.07 0.162 (mS/cm) 39.9 % 7.4 62.6 300
HW36N 2/10/2012 9:27 6.63 0.152 (mS/cm) 48.9 % 7.46 92.8 1100
HW16 2/10/2012 10:09 9.97 0.5 (mS/cm) 0.3 % 8.22 ‐132.1 650 Effervescence in flow through cell. Sulfur odor.
HW54 2/10/2012 13:17 9.25 0.307 (mS/cm) 5.7 % 753 20.8 470
HW55 2/13/2012 9:26 8.59 0.252 (mS/cm) 1.1 % 7.86 17.5 700
HW27 2/13/2012 9:32 9.41 0.221 (mS/cm) 54.8 % 7.76 89.1 1200
HW53 2/13/2012 13:49 9.8 0.25 (mS/cm) 12.2 % 7.21 107.7 1300
HW11 2/13/2012 13:59 8.83 0.257 (mS/cm) 0.6 % 7.56 82.5 600 Effervescence in flow through cell.
HW57 2/14/2012 9:08 9.13 0.15 (mS/cm) 27.9 % 6.92 75.8 440 Water cloudy, light brown
HW59 2/14/2012 9:34 9.4 0.138 (mS/cm) 71.2 % 5.94 158.3 1050
HW58 2/14/2012 14:05 9 0.254 (mS/cm) 0.8 % 7.94 78 925 Water clear
HW03 2/14/2012 14:26 8.65 0.25 (mS/cm) 0.4 % 8.29 ‐181.7 1100
HW07 2/15/2012 10:41 8.71 0.275 (mS/cm) 17.1 % 7.29 72 500 EPA OSC approved stabilization
HW56 3/5/2012 15:27 8.6 0.176 (mS/cm) 16.1 % 8.1 ‐65.8 1000
HW60 3/5/2012 10:25 10.39 0.289 (mS/cm) 14.2 % 8.36 ‐250 900
HW61 3/6/2012 14:26 9.62 0.299 (mS/cm) 57.3 % 6.31 228.9 1000
HW50 3/8/2012 13:42 8.71 0.235 (mS/cm) 4 % 7.48 225 1200
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